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Abstract
Bonded plates made by hot pressing La0:85Ce0:15Fe11:25Mn0:25Si1:5Hy parti-
cles and resin have been tested as active magnetic regenerators in a small
scale magnetocaloric device. Firstly the plates were carefully characterised
magnetically and thermally. The plates were prepared with 5 wt% resin,
and from density measurements it was found that the volume ratio of the
magnetocaloric material in the plates was 0.53, due to the resin and porosity.
The best operating conditions for the plate regenerator were determined at
which a temperature span of 6.4 K was measured along the plates.
Keywords: Magnetocaloric, Magnetic refrigerator, Regenerator, Resin
bonding
Preprint submitted to International Journal of Refrigeration November 16, 2016
Nomenclature
Abbreviations
AMR Active magnetic regenerator
DSC Dierential scanning calorimeter
EDS Energy-dispersive X-ray spectroscopy
Gd Gadolinium
PPMS Physical properties measurement system
SEM Scanning electron microscope
TTO Thermal transport option
VSM Vibration sample magnetometer
Variables
c Specic heat
cH Specic heat at constant magnetic eld
m Mass
Thot Hot end temperature
SM Magnetic isothermal entropy change
Tad Adiabatic temperature change
Teective Eective adiabatic temperature change
Tspan Temperature span
 Utilisation
Subscripts
f Fluid
MCM Magnetocaloric material
resin Resin binder material
s Solid
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1. Introduction
For the past decade signicant progress has been made in bringing mag-
netic refrigeration towards commercialisation. New magnetocaloric materials
have been developed and magnetocaloric demonstration devices become ever
more powerful and ecient (Kitanovski et al., 2015). Most of these devices
have employed the so called active magnetic regenerator (AMR) cycle as a
method of utilising the magnetocaloric eect in a device. Here the tempera-
ture of a porous regenerator structure is increased and decreased by applying
and removing a magnetic eld, while a heat transfer uid is reciprocated back
and forth in order to build up a temperature gradient. Keys to utilising the
AMR concept are rstly to have a magnetocaloric material, or a cascade of
such, with high magnetocaloric eect, and secondly, to shape this material
in a way that there is good thermal contact between solid and uid, allowing
an eective heat transfer as, e.g., discussed in (Ferreira et al., 2014).
Many magnetocaloric materials have been studied and considered for ap-
plication in devices (Smith et al., 2012). Recently a lot of research has
been done on materials that undergo a rst order magnetic phase transition,
so-called rst order materials, as they have a very high magnetic entropy
change SM around the phase transition. An important example of this
class of materials is the intermetallic La(Fe,Si)13Hy, which has been studied
with a number of dierent elements doped into the Fe and Si sites (Zhang
et al., 2013). In general this material series has a high magnetocaloric eect,
a tunable Curie temperature and only a small amount of undesirable ther-
mal hysteresis. The disadvantage of these materials is the lack of structural
stability due to the volume change at the phase transition (Lyubina et al.,
2010).
Recently, dierent strategies for shaping these and similar magnetocaloric
materials into the desired shapes have been proposed and tested. Polymer
bonding and pressing to plates has been demonstrated for rst order mate-
rials (Skokov et al., 2014; Radulov et al., 2015) and second order materials
of the same type (Pulko et al., 2015). Other methods of producing struc-
tures have also been presented, such as injection moulding (Lanzarini et al.,
2015), hot pressing with Cu (Liu et al., 2015) and extrusion into mono-
liths (Pryds et al., 2011). Actual AMR performance in a test device has
only been reported for the second order bonded plates (Pulko et al., 2015).
However, porous particle based regenerators where the particles are bonded
for stability have been presented, most notably by Jacobs et al. (2014) using
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La(Fe,Si)13Hy.
Here we demonstrate in a small versatile AMR device the performance of
plates of rst order materials bonded with resin and cured during pressing.
2. Experimental
A La0:85Ce0:15Fe11:25Mn0:25Si1:5 ingot was prepared in an induction fur-
nace. The purity of the raw materials was at least 99.9 wt%. The annealed
ingots were crushed into particles less than 0.35 mm in size for the hydrogena-
tion process. These were annealed in a high purity hydrogen atmosphere un-
til saturation. The structure of the hydrides was conrmed by x-ray powder
diraction. The hydrogen concentration y of La0:85Ce0:15Fe11:25Mn0:25Si1:5Hy
(referred to as LaFeSiH in the following) was estimated to be 0.2 wt% by the
inert gas pulse infrared absorption method. When vacuum annealing under
350 C for 2 hours a sharp decrease of the Curie temperature was observed
due to the escape of H.
2.1. Processing the plates
The resulting powder was mixed with a phenolic resin system in a mass
ratio of 20:1. The mixed powders were pressed into plate shape under pres-
sure of 20 MPa and then solidied at 150 C for 10 minutes, as shown in
Figure 1. The plates were prepared in the size 25 mm by 40 mm, in order to
t into the regenerator test device, with a thickness of 0.5 mm. Measuring
the specic heat shows that the Curie temperature does not change during
the resin curing process, indicating that the LaFeSiH is unaected by this
treatment.
2.2. Characterisation of the plates
Thermal conductivity was measured at 300 K using a Thermal Transport
Option (TTO) on a Quantum Design physical property measurement sys-
tem (PPMS). The density of the plates was measured using AccuPyc 1340
helium pycnometer repeating each measurement 10 times, and the density
of the resin was measured with a Pentapyc5200e Auto Density Analyzer.
The magnetic properties were analysed in a LakeShore 7407 vibrating sam-
ple magnetometer (VSM). The sample was measured in the temperature
range 270 K - 306 K at applied elds up to 1.5 T. The specic heat of the
sample was measured using a custom built dierential scanning calorimeter
(DSC), allowing the applied eld to be varied in the range 0-1.6 T at a xed
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Fig. 1: Illustration of the fabrication process, showing the mixing of powder with resin,
hot pressing and the nal plates.
orientation relative to the sample (Jeppesen et al., 2008). A scanning elec-
tron microscope (SEM), Hitachi TM3000, equipped with a Bruker Quantax
Energy-dispersive X-ray spectroscopy detector (EDS) was used to analyse
the microstructure of a piece of one of the plates.
3. Results
3.1. Physical properties of the plates
Figure 2 shows the structure of a plate. It consists of irregular particles
of LaFeSiH with a broad size range. There is a signicant porosity between
the particles. Using EDS mapping we can probe the presence of the resin by
isolating the carbon signal, as this will be unique to the resin. As shown in
Figure 3 the resin covers large areas binding together the particles, but there
are still signicant volumes of porosity between particles. So the system can
be considered to consist of three distinct volumes, LaFeSiH, resin and pores.
An average density value of 5721 was measured based on pieces of plates
weighing in total 2.3947 g. The mass fraction of magnetocaloric material is
0.95 and the mass fraction of resin is 0.05. Based on the structural symmetry
and lattice parameters the density of the LaFeSiH, LaFeSiH, is 7207 kgm
 3
and the density of the resin, resin, is 1166 kgm
 3 found by crushing down a
sample of pure resin into a powder and measuring the density. Assuming that
there are no pores closed to helium penetration, the weighted average density
of the LaFeSiH and the resin is 5724 kgm 3, very close to the measured value.
Geometrically measuring and weighing a plate gave a density of approxi-
mately 4000 kgm 3, which includes all pores. From this we can calculate the
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Fig. 2: Backscattered SEM image of an area of a plate. The image shows the surface of
the plate as prepared.
porosity of the plates as 0.30. Thus the volume fractions of LaFeSiH, resin
and pores are approximately 0.53, 0.17 and 0.30, respectively.
Based on the mass fractions of LaFeSiH and resin the reduction in eective
adiabatic temperature change due to the presence of resin is quite limited.
The actual temperature change Teective will be given by:
Teective =
TadcH;MCM
0:95cH;MCM + 0:05cH;resin
 0:94Tad; (1)
where cH;MCM and cH;resin are the specic heats of LaFeSiH (500 Jkg
 1K 1)
and resin (1200 Jkg 1K 1), respectively. As the peak of specic heat in
LaFeSiH is very narrow and eld dependent we use the background value
away from the peak. Closer to the peak Teective will be even closer to
Tad.
Magnetisation measurements were used to calculate the magnetic entropy
change, SM, in the conventional way described by Pecharsky and Gschneid-
ner Jr. (1999b). A piece of one of the plates was used with a mass of 11.76 mg
and approximate dimensions 2.8mm  1.75mm  0.6mm, keeping the eld
along the longest direction. This piece seemed free of resin, but there may
be a little resin included. As the data is mass normalised any small amount
of resin would only slightly change the level reached by the peak, but not the
prole shape. The data was corrected for demagnetisation approximating
the slightly irregular sample to a prism and using the expression by Aharoni
(1998).
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Fig. 3: EDS ltered to show carbon. The resin is observed to bind together the particles,
but there is also a signicant porosity (the darker areas) remaining as discussed in the
text.
To probe for the presence of hysteresis the magnetic entropy was measured
both during cooling and during heating. Between each measurement the
sample was 'reset' at an equilibrium temperature far above or below the
measurement range, for cooling and heating, respectively (Caron et al., 2009).
The SM values are consistent with those found in literature (Zhang et al.,
2013). Figure 4 shows that the hysteresis at the phase transition is very low.
In order to further probe the presence of hysteresis the specic heat of the
sample was measured during heating and cooling at dierent temperature
ramp rates in the range 1 Kmin 1 to 5 Kmin 1. By applying a linear
regression of the peak temperatures with respect to the temperature rates,
the hysteresis is found to be 0:4  0:2 K, consistent with the magnetisation
data, as shown in Figure 5.
When applying a magnetic eld the temperature of the peaks of the
specic heat increase at a rate of about 4.3 KT 1. Also, the peak goes from
being very sharp to becoming more broad, as shown in Figure 6, which was
measured at a rate of 1 Kmin 1. This is consistent with the results reported
by Basso et al. (2015). Due to the very low value of the hysteresis and the
errors on the lines tted to the peak temperatures, determining the critical
eld at which the hysteresis vanishes cannot be done with condence.
3.2. Regenerator testing
A stack of 25 plates was tested as an AMR in a small scale test device at
the Technical University of Denmark. The stack was prepared as described
in Engelbrecht et al. (2011) by layering the plates with 0.25 mm metal wire
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Fig. 4: Measured entropy change of a sample of one of the plates. Both the heating and
cooling curves are shown, and the hysteresis is observed to be small. The legend indicates
the internal eld values.
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Fig. 5: The peak temperature of the specic heat measured at dierent ramp rates in the
DSC. Both the heating peak and the cooling peak have been measured, as shown in the
inset. Extrapolating to zero ramp rate gives a measure of the hysteresis.
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Fig. 6: Field dependence of the peak in specic heat, for cooling and heating. Applied
elds of 0, 0.25, 0.50, 0.75, 1.00, 1.25 and 1.50 T are shown, with the peak moving up in
temperature and broadening as the eld increases. The arrow indicates the direction of
increasing eld.
as spacers. The sides were then sealed with epoxy before removing the metal
wire. This resulted in a 20.5 mm tall stack, 25 mm wide and 40 mm long,
which was then mounted in a cylindrical regenerator housing using silicone
around the border of the stack. The mass of each plate was approximately 2
g, so the mass of the regenerator was 50 g.
The glued stack, before being mounted in the regenerator housing, is
shown in Figure 7. The channels between the plates are clearly seen, but
close inspection reveals that with the chosen plate spacing the unevenness
of the plates becomes signicant. Thus the actual channel height varies
signicantly across the regenerator. The eect of this will be discussed later.
Testing of the regenerator was done in the versatile test device described
previously (Bahl et al., 2008; Engelbrecht et al., 2011). Here the cylindri-
cal regenerator housing moves in and out of the bore of a 1.1 T permanent
magnet Halbach cylinder. A 18 mm reciprocating piston forces the heat
transfer uid through the regenerator to perform the well known four steps
of the AMR cycle (Pecharsky and Gschneidner Jr., 1999a). Demineralised
water, mixed with 2 vol% of ENTEK FNE corrosion inhibitor, as recom-
mended for a similar material by Velazquez et al. (2014), was used as the
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Fig. 7: The stack of plates used in the regenerator before being mounted in the cylindrical
regenerator housing.
heat transfer uid.
Three parameters were varied in the testing of the regenerator, the uid
velocity, the length the piston is moved, and the ambient temperature. A
heat exchanger at the hot end of the regenerator keeps the temperature of
this close to that of the temperature controlled cabinet, in which the device
is mounted. The length the piston moves is conventionally expressed as the
utilisation, , dened as(Bahl et al., 2012)
 =
mfcf
mscH;s
(2)
wheremf is the mass of the uid pushed through the regenerator in one blow,
cf is the specic heat of the uid, ms is the mass of the solid regenerator and
cH;s is the specic heat of the bonded plates. mf is found from the movement
of the 18 mm piston, cf is set as the textbook value of 4200 Jkg
 1K 1,
ignoring the small amount of corrosion inhibitor, ms is 50 g and for cH;s the
background value of 600 Jkg 1K 1 is used, as found from Figure 6, including
the resin.
Starting at an ambient temperature of 290 K and a utilisation of 0.23,
the AMR cycle is repeated until the temperature dierence between the cold
end and the hot end, known as the temperature span, Tspan, reached a
constant value. Dierent values of the uid velocity were tested recording
the achieved Tspan, as shown in Figure 8. Note that the uid velocity
reported is the average velocity in the channels based on the movement of
the piston and cross-sections of the channels and tube. It is observed that
the highest values of the span are found in a broad optimum around about
7 mms 1, which is consistent with that previously found for plates of a similar
material (Engelbrecht et al., 2011). The plates in Engelbrecht et al. (2011)
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were somewhat thicker and cut from blocks made of dierent La(Fe,Co,Si)13
compounds, all with a second order phase transition. Using this uid velocity
of 7 mms 1 and staying at an ambient temperature of 290 K the utilisation
was varied to nd the best performance, as shown in Figure 9. Again a
broad peak of Tspan is observed, the utilisation giving the highest values
being about 0.23, similar to Engelbrecht et al. (2011); Bahl et al. (2012).
Due to the change in the distance and velocity of the piston movement the
cycle time varies in the range of 5 to 24 s in Figure 8 and in the range 5.5 -
12 s in Figure 9.
The magnetocaloric eect in materials with a rst order magnetic phase
transition occurs over a narrow range of temperatures, as shown in Fig-
ure 4. Thus it is very important when utilising these materials in a device
that the span of the device is across the peak in magnetocaloric eect. Fig-
ure 10 shows the achieved span of the device as the hot end temperature is
changed, while keeping a utilisation of 0.23 and a uid velocity of 7 mms 1.
The cycle time remains constant at about 9 s. We observe a relatively nar-
row peak that drops o sharply at 293 K, which is a few degrees above the
peak temperature of SM in a 1 T eld. The maximum Tspan was 6.4 K,
which is around double the maximum adiabatic temperature change of such
a material in this applied eld, see e.g. Basso et al. (2015), demonstrating
the AMR cycle in the regenerator. The maximum span is lower than the
10.2 K span achieved using plates of the benchmark material Gd (Engel-
brecht et al., 2011), but comparable to the spans achieved using plates of a
single second order LaFeCoSi material or the single perovskite type mate-
rial La0:67Ca0:26Sr0:07Mn1:05O3 (Pulko et al., 2015; Engelbrecht et al., 2011).
When grading the regenerator to two similar materials with Curie temper-
atures close to each other the span can be signicantly increased for both
the LaFeCoSi type materials (Engelbrecht et al., 2011) and the perovskite
type materials (Bahl et al., 2012). Layering materials is key to the success of
rst order materials, due to the narrow peaks of the magnetocaloric eect,
so it is clearly expected that if a regenerator were constructed with a number
of dierent Curie temperatures along the ow direction signicantly higher
performance could be reached. However, as shown recently it is extremely
important to have the correct spacing of the Curie temperatures, as the per-
formance can easily be signicantly reduced if this is not the case (Lei et al.,
2015).
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Fig. 8: The steady state temperature span between the hot and the cold end as a function
of the velocity of the uid being pushed between the plates. The data is obtained at an
ambient temperature of 290 K and a utilisation of 0.23.
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Fig. 9: The steady state temperature span between the hot and the cold end as a function
of the utilisation. The data is obtained at an ambient temperature of 290 K and a uid
velocity of 7 mms 1.
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Fig. 10: The steady state temperature span between the hot and the cold end as a function
of the constant hot end temperature. The data is obtained at a utilisation of 0.23 and a
uid velocity of 7 mms 1.
4. Discussion
The measured maximum temperature span of 6.4 K is relatively low com-
pared to other reported spans from this and similar devices. But when using
just a single rst order material, there is a natural limit to the achievable
span, due to the very narrow SM peak. This span may be expanded by
layering materials with slightly dierent Curie temperatures, as done by Ja-
cobs et al. (2014). Previously it has been shown how thin plates consisting
of a number of magnetocaloric materials have been produced by tape casting
(Bulatova et al., 2015). A similar production technique could be imagined
for hot-pressing single plates consisting of multiple materials.
Regenerator performance is heavily inuenced by the morphology of the
regenerator. In the present study at parallel plates were chosen, giving a
regenerator with a signicantly reduced pressure drop compared to an equiva-
lent packed bed one. Lower pressure drop leads to higher eciency, although
this is not measured in the device used here. The disadvantage of plates is
the demand for thin very parallel plates with small plate spacing, which is
often hard to realise. The increase of the Biot number for thicker plates will
result in a slower heat transfer to the surrounding uid, preventing fast oper-
ation and high performance. A higher thermal conductivity will allow for the
use of thicker plates. The thermal conductivity of the plates tested here has
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been measured to be 3.13 Wm 1K 1, reduced from the generally accepted
value of about 9 Wm 1K 1 for this type of material (Fujieda et al., 2004),
due to porosity and the presence of resin in the plates. In order to realise
the full potential of plates with this relatively low thermal conductivity the
thickness would have to be signicantly reduced, and the channel thicknesses
be reduced accordingly.
In addition to the challenges of producing signicantly thinner plates
the atness requirement of such plates will also become more critical. The
reduction in regenerator performance due to a maldistribution of the plate
spacings has been shown both by modelling and experimentally (Nielsen
et al., 2012; Engelbrecht et al., 2013). Even seemingly insignicant variation
in the channel thicknesses can have a large impact. With sub-millimeter
plates a requirement of less than 10% variation in spacing, in accordance
with the general recommendation in Nielsen et al. (2012), will necessitate
very accurate production techniques.
Although the addition of the low mass fraction resin hardly inuences
SM per unit mass, the volumetric SM decreases from about 70 mJcm
 3K 1
to about 40 mJcm 3K 1 due to the porous structure of the bonded material
under a changing magnetic eld of 1.4 T. From a practical point of view,
the volumetric SM is of more importance (Gschneidner Jr. et al., 2005),
since the magnetic system is the most expensive part and the magnetic eld
volume is thus limited. This is a challenge when making bonded plates and
reducing the amount of resin to the minimum amount that will still maintain
the structural integrity of the plates should be considered. Also, the 0.30 vol-
ume fraction of pores could possibly be reduced by improving the processing
route.
5. Conclusion
We have shown that it is possible to use resin bonded plates of the magne-
tocaloric material La0:85Ce0:15Fe11:25Mn0:25Si1:5Hy as regenerators in a small
scale magnetocaloric testing device. The plates were characterised thermally
and magnetically to determine the magnetic entropy change, the heat ca-
pacity and the hysteresis. The maximum achieved temperature span was
6.4 K. Increasing this span may be achieved by layering materials, reducing
the amount of resin and pores or by manufacturing thinner and atter plates.
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